Gauteng province is the industrial heartland of South Africa and is one of the few large urbanised areas in the world that is not located adjacent to a major source of water. The demand for water in Gauteng outstripped the local resource of the Vaal River many years ago with the result that the area relies heavily on large water schemes which transfer water from adjacent river basins into the Vaal River basin. The water transfer schemes associated with the Vaal River basin are large by any international standards and the water resource system is one of the most complex and integrated anywhere in the world.
As the demand for water continues to grow in Gauteng, the Department of Water Affairs is investigating the various alternative water resource development options as well as the potential for reducing the growth in demand through water conservation (WC) and water demand management (WDM) measures. From the most recent investigations it has become clear that WDM is no longer considered a possible option but rather a necessity that must be implemented as a matter of urgency. It has been established that even if new water resource development options are implemented, it will still be necessary to introduce the WDM measures. In this regard, several of the large municipalities in Gauteng have already commenced with various WDM interventions, some of which are already in operation and showing significant savings. The paper will highlight the need for WDM in Gauteng and provide details of the latest investigations into the potential savings that can be achieved. Some of the key problems that are hampering the implementation of WDM interventions in Gauteng will be discussed and the measures taken to overcome these difficulties will be explained. The benefits that can be obtained from a potent web based data acquisition system which is already operational in several parts of Gauteng will also be highlighted.
The paper concludes with the clear message that wasting water in Gauteng province is a luxury that cannot be sustained and measures to eliminate the wastage must be introduced as a priority before the situation deteriorates to such an extent that water shortages become a common occurance.
INTRODUCTION
Total water losses from municipal water distribution systems are generally considered to be the sum of the apparent (often referred to as administrative) losses and the real (often referred to as physical) losses or leakage. The total losses from municipal reticulation systems for South Africa as a whole were recently estimated to be in the order of 1150 million m 3 /a representing almost 30% of the system input of approximately 4 000 million m 3 /a. in 2005. It must be noted that these estimates are based on a sample of municipalities throughout South Africa which represented just under 70% of the water supplied to municipalities. It was not possible to examine all municipalities and the figures were therefore extrapolated to provide an estimate of the losses for the country as a whole. These preliminary estimates of water loss provide the first realistic estimate of water losses from Municipalities throughout South Africa based on a pragmatic and realistic assessment of more than 300 individual water supply systems.
Using percentages to quantify water losses can be very misleading and is not recommended by the International Water Association, since the results are highly dependant on the consumption relative to the total water supplied. Percentages will always tend to suggest low losses in systems which have high unit consumption while the same volume of losses will show up as a high percentage value in systems where consumers use relatively little water. Having highlighted the potential problems with using percentages to quantify leakage and other losses from a water supply system, it is clear that many suppliers and government organisations will continue to use percentages both in South Africa and around the world. The estimated total water losses (30%) for the whole of South Africa is clearly a large portion of the water supplied to the municipalities but is not abnormally high. Although it is generally accepted that percentage losses should not be used for comparison purposes between systems, they are still widely used throughout the world water industry, as can be seen in Table 1 .
Taking into account, the potential problems associated with percentages, the figures in Table  1 highlight the fact that percentages remain a commonly used indicator for measuring water losses throughout the world and that the South African leakage values are similar to many developed countries and much lower than most of the developing countries. This does not suggest that South Africa should be complacent about the current situation. Preliminary water audits were undertaken for the key demand centres in Gauteng and the surrounding areas which effectively involved developing water audits for 49 separate systems. This was one of the most comprehensive water audit assessments undertaken to date in South Africa and the results proved very useful and informative and are provided the appropriate DWAF report (DWAF, 2006) . The purpose of the study was to provide a realistic estimate of the potential savings that can be achieved through WDM interventions in the main urban areas of Gauteng. The assessment was based on a combination of the assessment of the overall water balance of an area together with practical knowledge of the area which in turn was supported by additional data from night-flow analyses and analyses of the system pressures.
In order to carry out the assessment it was first necessary to agree on the terminology to be used. The notation used by the IWA for water balances has been recognised internationally as the most comprehensive and appropriate water balance worldwide and was adopted in this paper. The basic structure of the IWA water balance is shown in Figure 1 During the assessment of the potential savings from WC/WDM for the Gauteng area, it was found that the standard IWA water balance lacked certain information required by the project team to estimate realistic savings. The problem is particularly significant in South Africa and is due in part to the "free basic water allowance" and in part to the high levels of non-payment for "Billed Authorised" water -i.e. water that is metered and billed to consumers but no payment will ever be recovered due to the unusually high internal plumbing leakage and excessive garden irrigation. In many other countries, such wastage would not be tolerated and the consumers would be cut-off or forced to pay the outstanding accounts. In South Africa, however, this is not the case in many areas and such wastage continues unabated. In order to address this issue, the "Revenue Water" component in the standard water balance as shown in Figure 1 was modified to that shown in Figure 2 where it has been split into three components which have specific relevance in the South African situation.
The modification was effectively achieved by splitting the "Revenue Water" component into three components namely:
• Free basic water -can be considered as billed and paid for at a zero tariff;
• Recovered revenue water which is billed and paid for by consumers • Non-recovered water which is reflected in the billing records as billed although there is no possibility of payment.
Figure 2: Modified IWA Water Balance for South Africa
This last component is the key problem in many parts of South Africa and is very significant in some areas. For example, in a typical low income area with very high leakage where water is metered and bills are sent out in accordance with the metered consumption, the monthly consumption per property may be in the order of 50 kl. Of this 50kl, the consumer receives 6kl as the free basic allowance and a bill for the remaining 44 kl. Since it is a low income area, the residents are often unable to pay for the services and the accounts simply accumulate. Eventually, the water service provider decides to address the problem and installs either some form of restrictor or a pre-paid meter. If this intervention is implemented properly, the household leaks will usually be repaired as part of the process and the accumulated account will be written off as a "once-off" gesture of goodwill by the water provider on the basis that the consumer agrees to pay for all water used from that date forward. Following the implementation of the cost recovery measures, the average consumption rarely remains at the pre-implementation levels and in most documented case studies the consumption drops significantly to approximately 12 kl/month(City of Johannesburg and City of Sa Paulo -personal communication). In effect, the interventions will result in a real reduction of approximately 38 kl/month per property.
The modification to the water balance is fully described by Seago and Mckenzie (2007) and has not been sanctioned by the IWA although it has been presented at several international conferences (e.g. b, Mckenzie, Seago and Liemberger, 2007) and has survived any criticism to date.
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WISA_paper_0508 6 20 June 2006 that all water billed is in fact paid for and the demand therefore remains at the pre-intervention levels, there will be a serious discrepancy since the assumed increase in revenue water will not materialise. This can in turn alter the financial viability of the proposed interventions. It is therefore important to examine the payment levels carefully to ensure that the predicted savings and/or reductions in overall demand are realistic. It should be noted that the potential savings were assessed individually for each of the 49 areas mentioned previously and then added where appropriate to provide an indication of total potential savings per municipality.
The potential savings per municipality for one of the numerous scenarios analysed are shown in Table 2 From Table 2 it can be seen that approximately one third of all water supplied to the areas is considered as non-revenue water. This is a combination of physical leakage and administrative losses which tend to vary from area to area. Based on the analyses of the 49 areas, it was estimated that approximately 161 million m 3 /yr can be recovered or saved through the implementation of the various WDM interventions.
COST OF IMPLEMENTING WDM INTERVENTIONS
When considering the implementation of WDM interventions, the normal approach is to assess the unit reference value (URV) of the savings achieved and compare this to the unit reference value of the next major augmentation scheme. While it is possible to develop a realistic unit reference value for the water produced from the next major augmentation scheme, it is more difficult to develop such a number for the WDM interventions. When such values are provided, they are normally criticised by either the water resource managers or the water use efficiency managers and in most cases both have some valid reasons for the criticism.
For example in the case of the Vaal River System Analysis, considerable effort was spent trying to establish the costs associated with the implementation of the various WDM interventions in each of the 49 areas considered. In each area a range of WDM interventions were included and the capital expenditure (CAPEX) and operational expenditure (OPEX) associated with each were estimated based on the practical experience of the project team. Several different scenarios were considered and the costs and related savings from a typical scenario are provided in Table 3 . The values provided in Table 3 should not be taken out of context and are provided as indicative of what would be required in the scenario above in order to implement the full range of WDM interventions that would yield the savings provided previously in Table 2 . While the actual figures have yet to be assessed in more detail, they provide an estimate of the level of funding that would be required in order to implement WDM initiatives throughout Gauteng. The costs are clearly significant and large scale implementation of WDM initiatives should not be considered as a trivial investment. While considerable debate continues regarding how such costs should be calculated, it is clear that WDM interventions will require budgets of a similar magnitude to the capital intensive water transfer schemes.
When considering the figures provided in Table 3 it should be noted that the operational and maintenance costs are similar in magnitude if not higher than the capital costs of implementing the WDM interventions. This is an important and often overlooked aspect of many WDM interventions where the savings tend to be very significant after completion of the projects. If the projects are not properly maintained, however, they tend to collapse and any savings achieved initially are soon lost. This has been one of the key problems throughout South Africa which has led to the relatively poor perception surrounding WDM projects countrywide. There are many examples of failure where potentially successful WDM projects have collapsed completely due to the lack of maintenance. This is unfortunately one of the key problem issues associated with WDM in the South African context.
Another problem experienced when trying to provide the likely costs of WDM interventions to the water resource planners concerns the inclusion or exclusion of the maintenance backlog costs that should in theory be excluded from the calculations. In most areas with high leakage/losses, there tends to be a serious backlog of maintenance in the water reticulation network which must be addressed before any new WDM interventions can be implemented. Such maintenance should be undertaken as normal practice by the municipalities, but this is often not the case. Before the proposed WDM interventions can be considered, it is first necessary to spend significant budget just bringing the system up to a normal level of operation. Such costs were included in the preceding example although they are not part of the subsequent WDM interventions. Such issues tend to complicate what is already a very complex issue and make it difficult to provide costs of the WDM interventions that are comparable to resource augmentation schemes.
With regard to the cost of possible WDM interventions in the Vaal River System, the costs associated with saving water through the WDM interventions are similar in magnitude to the costs associated with providing water from a new inter-basin transfer scheme. This is a bold and controversial statement which is based on certain assumptions regarding the maintenance costs and the manner in which the various unit reference values are calculated. Even if the maintenance costs (which should in theory be carried by the municipalities as a matter of their normal business) are excluded from the calculations, the average costs associated with the WDM interventions are high and remain in the same order as those of the most economical augmentation scheme.
One key difference between WDM interventions and augmentation schemes is that not all WDM interventions have the same payback ratio and in many cases, the payback for certain interventions can be as low as a month or two while for others it may be a matter of many years. In this regard it is often possible to select the most cost-effective WDM interventions to be undertaken first after which the less favourable options can be considered according to the available budgets.
WATER RESOURCES SITUATION IN GAUTENG
South Africa is fortunate to have a progressive water resource planning department within DWAF and the country has developed one of the most complex water resource networks in the world. Some of the major water transfer schemes associated with the Vaal River System are shown in Figure 3 .
The Vaal River System is widely recognised as the most important river basin in Southern Africa as it supports the bulk of the industrial water demands in Gauteng and the adjacent provinces. The complex network of dams and inter-basin transfer schemes is managed by the DWAF using software developed over a period of almost 25 years to suit the local situation. The South African software can compete with any international software and can handle many additional aspects which are rarely included in other packages. The success of the South African water resources management expertise is evident from the fact that the system has been providing a safe and reliable supply to all residents and businesses in Gauteng for the past 25 years with very few interruptions or shortages. This is a very impressive record in a semi-arid country that must handle severe drought periods which can be in excess of 10 years in duration.
In order to provide sufficient water for the future, it is essential to undertake proper planning and appropriate development in time to support the ever growing demands for water. Such development will involve a combination of both WDM as well as supply side management. In the case of the Vaal River System, considerable work has been undertaken through DWAF to assess the growing demands and to ensure that sufficient resources are available to support them. In this regard, DWAF commissioned a new study to assess the demand and supply situation in the Vaal River basin and the preliminary results have been released through a series of open public meetings. While the results from the study are still being refined and adjusted, the key finding highlights the need for both WDM interventions as well as the construction of a new inter-basin transfer scheme. WDM is no longer considered to be one of several options but is now an essential component of the overall water resource planning process. The demand curve represents the projected water demand in the Vaal River System which in this case includes the potential savings from WDM. As can be seen, there is already a slight deficit between the supply and demand although it is unlikely to cause any problems and is already being addressed as indicated by the sharp drop in demand expected to occur between 2009 and 2011. The 3 rd line which starts in the year 2018 represents the total system yield that will be available should this particular water resource transfer scheme be implemented. Clearly it will be sufficient to provide for future growth for many years to come. In the case of this particular
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The analyses undertaken by DWAF were based on numerous possible demand scenarios and were matched up against several possible water transfer schemes. Figure 4 represents the results from one specific demand scenario and one specific water resource transfer scheme. The Polihali transfer scheme shown in the figure was recently (December 2008) selected by DWAF as the preferred next augmentation scheme and it will be constructed and commissioned in Lesotho in due course.
PROBLEMS EXPERIENCED WHEN IMPLEMENTING WDM MEASURES
While it is generally accepted that WDM is essential and in many cases the most cost effective solution to addressing water shortfalls, it is often regarded as unpopular by the water resource planners. The key reason for the negative perception surrounding WDM, is due to its poor track record and the fact that in numerous case studies, the projected savings through a range of WDM interventions have either not been achieved or have proved to be unsustainable. The managers responsible for providing a reliable supply of water are therefore reluctant to delay future augmentation schemes on the basis of predicted savings that may not be achieved. Unfortunately, WDM's poor track record in South Africa is a fact that cannot be ignored and in many cases the predicted savings are not achieved. Little if any research or papers are delivered on such projects and valuable lessons which should not be repeated are often ignored. The key problems hindering the successful implementation of WDM include the following:
• Poor maintenance of the reticulation system -both prior and following the implementation of WDM interventions; • Lack of support at the political level in the municipalities; • Lack of consumer support
Poor Maintenance
Poor maintenance is a massive problem throughout many parts of South Africa and especially the previously disadvantaged areas where maintenance of water supply infrastructure has been neglected for many years in some cases. In cases where the water supply infrastructure has not been maintained properly, it is often virtually impossible to implement effective WDM interventions before the maintenance backlog has been addressed. It is an unfortunate fact, that the areas which have experienced a lack of proper maintenance are often the areas most in need of effective WDM measures and are the areas where the greatest savings could theoretically be achieved. It is often found that large scale infrastructure refurbishment or replacement is necessary in order to bring the system up to a reasonable level of service. Defining the appropriate level of service in South Africa is outside the scope of this paper. Only after the system is operating properly, however, can proper water demand management interventions be successfully introduced.
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There are numerous municipalities throughout South Africa that experience intermittent supply in certain parts of their distribution system due specifically to garden watering. This problem occurs each year in many parts of Gauteng particularly towards the end of August and September when the temperatures heat up and before the first summer rains occur. Many systems fail to supply the sudden increase in demand and certain residents in the higher lying areas experience severe water shortages.
The solution to the problem is simple and can be achieved with the necessary political support, however, it is rarely considered acceptable to restrict garden watering and as a result the residents must endure a poor level of service. The significance of garden watering has been reported before (Jacobs, 2007; Jacobs and Haarhoff, 2007) , with a water saving in some residential user categories exceeding 40% in the case of Cape Town when outdoor use was curtailed during a period of water restrictions.
Lack of Consumer Support
Another key problem experienced in South Africa is the lack of consumer support. This is highlighted by the fact that the per capita water consumption in many areas is significantly higher than in many other countries which have greater natural water resources than South Africa. For example the average per-capita consumption in Sebokeng and Evaton is estimated to be more than 200 litres/p/day. This can be compared to Brisbane in Australia where a figure of 130 litres/p/day has been achieved. A major shift in the habits of all South Africans will be required in future to protect the existing water resources and to ensure that systems are not allowed to degenerate into those experienced by many other developing countries. Some progress is being made to educate consumers and to change their perceptions and habits with regard to water use. It is, however, a slow process and more effort will be required if significant progress is to be made.
SUMMARY AND CONCLUSIONS
Water losses from municipal reticulation systems for South Africa as a whole were recently estimated to be in the order of 1150 million m 3 /annum representing almost 30% of the total system input of approximately 4 000 million m 3 /annum. in 2005. This water is lost through a combination of physical leakage (e.g. burst pipes) and commercial losses (e.g. admin errors, meter errors, etc). The breakdown between the physical and commercial loses is not known and will differ from area to area. Although these losses are high, they are similar in magnitude to the losses experienced in many developed countries and well below the losses experienced in much of the developing world. provinces. The current reconciliation assessment of the Vaal River System represents the first study of its type in which an assessment of both WDM interventions and new augmentation schemes have been undertaken in such detail.
The potential savings and costs associated with the WDM interventions were assessed in a detailed and pragmatic manner in which both capital costs as well as operational costs were included. This paper reports on the preliminary findings and it is already clear that the costs associated with the WDM interventions are much higher than previously anticipated for various reasons and are likely to be in a similar magnitude to the resource augmentation options. It should be noted, however, that some of the specific WDM interventions will be more cost effective than others. It is likely that the more cost effective WDM options will be implemented first in which case the costs can be significantly lower than the corresponding costs of water delivered from the next augmentation option.
One of the key problems experienced with the actual implementation of new WDM measures is the fact that many water reticulation systems are currently not functioning properly due to many years or even decades of poor maintenance. In such systems it is often not possible to successfully commission new WDM interventions until the underlying problems have been addressed. Such maintenance should technically not be included in the cost of the new WDM interventions but unfortunately it is often necessary to take one step back before any forward progress can be achieved. The worrying aspect of the assessment is the fact that WDM is no longer one of the several options being considered in the Vaal River System but an essential component of the future planning process.. In this regard it will therefore be necessary to address the maintenance backlog issue as a pre-requisite to the WDM interventions.
Another key aspect that has been identified in the assessment is the necessity of including a maintenance budget for any new WDM interventions. Such maintenance may well exceed the original capital costs of the WDM interventions but is an essential component of any new WDM project.
From the practical experience of the authors, it is clear that there is currently insufficient political will in many municipalities to address water wastage in the key problem areas. The key problem areas are considered to be those areas where water is not being paid for based on metered consumption. In such areas where sufficient water is available, it is the experience of the authors that the average household use tends to vary from an average of 30kl/month to over 60 kl/month. Based on the evidence gathered through numerous site inspections, much of this "consumption" is due to a combination of internal plumbing leakage and over-irrigation of grass outside the houses. In the one or two cases where the municipality has managed to address the problem through some form of proper billing, metering and enforcement, the monthly demand drops to approximately 12 m 3 /month (City of Johannesburg, personnel communication).
The above water use figures clearly demonstrate a serious problem that exists in many parts of South Africa. What is not generally publicised and has not been researched, is the fact that the gross wastage often results in water shortages in some parts of a large reticulation system where residents experience intermittent supply. Such intermittent supply causes damage to the reticulation system and represents a direct health hazard to the residents due to the fact that polluted groundwater can enter the pipes during the periods when they have insufficient water and pressure to maintain the supply. It is therefore essential in such areas to restore a continuous supply even if it can only be achieved through a ban on garden watering.
